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NOTES: 1.
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HINGED 4
ACCESS DOOR

PLAN VIEW o

W/ COVER

FIELD CONNECTION

SEE NOTE #3 \
LIFTING LUGS—\

CUSTOMER/ ENGINEER TO VERIFY ALL BLOCKED IN DIMENSIONS AND
OPTIONAL MATERIALS FOR LID, PIPING AND GUIDE RAILS

CUSTOMER/ ENGINEER TO SPECIFY FLOW RATE TO LIFT STATION
AND PUMP DISCHARGE HEAD REQUIREMENT

ALL TANK MATERIAL SHALL BE LAMINATED FIBERGLASS

ALL MOUNTING HARDWARE TO BE 304 STAINLESS STEEL.
FABRICATOR TO USE AN ANTI-SEIZE COMPOUND ON STAINLESS STEEL
HARDWARE TO PREVENT GALLING AT ASSEMBLY.

. (2) STAINLESS STEEL LIFT OUT CHAINS SHALL BE PROVIDED.

PORTABLE LIFTING HOIST IS OPTIONAL

. LEVEL SENSOR HIEGHT IS ADJUSTABLE FOR SPECIFIC SITE

CONDITIONS AND PUMP CAPACITIES.

. PIPING CAN BE SCH.40 STAINLESS OR GALVANIZED. PIPING SIZE

TO BE SIZED BASED ON PUMP DISCHARGE SIZE

7. PUMP GUIDE RAILS CAN BE STAINLESS OR GALVANIZED
8. DIMENSIONS IN BLOCKS TO BE VERIFIED IF AT TIME OF APPROVAL.

INCLUDING ANGLE ORIENTAION OF INLET & OUTLET PIPING.

CONTROL PANEL TO BE SHIPPED LOOSE. CONDUIT BETWEEN PANEL
AND TANK CONNECTION IS BY INSTALLING CONTRACTOR.

. FOUNDATION PAD MATERIALS AND DESIGN IS DETERMINED BY

THE PROJECT ENGINEER AFTER SOIL ANALYSIS IS COMPLETED

. ANCHORS FOR ANCHORING OF TANK TO THE FOUNDATION PAD

IS TO BE SUPPLIED BY INSTALLING CONTRACTOR.
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